
   

 
 

Clarification and Response Questions Posted September 10th, 2026 
 

Highland Township’s - Activities Center Warming Kitchen Renovation 
at 209 N. John St., Highland, MI  48357 

 
BIDDER QUESTIONS & ANSWERS 
 
Question 1: Please provide specifications for the existing electrical subpanel to be replaced. 
Answer: Please bring the existing electrical panel up to current code requirements. Refer to Sheet A1 – Electrical Design 
Build Information for additional information. 
 
Question 2: 
Who is the manufacturer of the existing fire alarm system? 
Answer: National Time and Signal, Ameri-Monitoring, monitors the system.  
 
Question 3: Is there a set of kitchen dimensions for the cabinets themselves? 
Answer: Cabinet widths and heights are indicated on the interior elevations of Sheet A2. Typical cabinetry depths can be 
found on Section Cuts 2/A3 and 3/A3. The stacked pantry depth should match the depth of the typical base cabinets. 
Below is an example of how bidders should read the millwork shorthand notations for cabinet sizes. 
 

 
 
 
 

 
If you need further information, please contact Cassie Blascyk blascykc@highlandtwp.org or 248-887-3791 x 6 
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